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ADDENDUM 
 
 
Date:  26 September 2006 
 
To:   Contractors 
 
From:  Darrell Hunting, DFCM – Project Manager 
 
Reference: Brigham City Regional Complex – Tenant Improvements –  

Office of Rehabilitation 
DFCM Project No. 06226310 
 

 
Subject:  Addendum No. 1 
 
Pages  Cover Page     1 page 

Addendum     3 page 
  Total      4 pages 
 
 
Note: This Addendum shall be included as part of the Contract Documents.  
Items in this Addendum apply to all drawings and specification sections whether 
referenced or not involving the portion of the work added, deleted, modified, or 
otherwise addressed in the Addendum.  Acknowledge receipt of this Addendum 
in the space provided on the Bid Form.  Failure to do so may subject the Bidder 
to disqualification. 
 
1.1  SCHEDULE CHANGES – There are no project schedule changes per this addendum. 
 
1.2  GENERAL – See attached “Design Interface, LLC., Addendum No. 01” and drawings. 
 
 
 
 
End of Addendum 
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September 26, 2005  
  

Utah State Office of Rehabilitation 
Tenant Improvements 

Brigham City, Utah 
 

ADDENDUM NO. 1 
 
 

DFCM Project # 06226310 
 
 

September 26, 2006 
 

 
A. GENERAL 

1. All flooring demolition and subsequent floor preparation will be performed by Owner.  General 
Contractor to coordinate with Owner for schedule of demolition and delivery of new materials. 

2. Owner will supply all carpet tiles, resilient flooring and rubber base.  General contractor will supply 
ceramic tile and ceramic tile base at toilet rooms. 

3. Keying System:  provide master key for all locks; sub-masters to open front and back door and 
each separate office. 

4. Contractor will be required to secure any loose insulation in attic space.  
B. SHEET A101 

1. At exterior Door 100, saw cut existing concrete walk and provide new ADA compliant concrete curb 
ramp as shown on attached drawing ADD. 1-01. Detectable warning to match existing. 

2. At Toilet Room 107, provide Sloan Electric Faucet EBF615-0543 (or prior approved equal) to 
match existing faucet at Toilet Room 106. 

3. At Toilet Room 106, provide new ceiling fan to match existing. 
4. At Toilet Room 106, Toilet Room 107 and Janitor 117, provide instantaneous point of use wall 

mount electric hot water heaters.  Provide 2.5 gallon capacity at Toilet rooms and 4 gallon capacity 
at Janitor Room.  Acceptable manufacturers include:  International Technology Sales Corp, 
EEMAX Industries or Bradford White.  Heaters to have 1 year full non-prorated warranty for entire 
unit, including element.  Units in toilet rooms to be mounted such that they do not encroach on 
required clear floor spaces or maneuvering spaces as shown by dashed lines on Floor Plan.  Units 
and hot water piping to be fully insulated. 

C. ELECTRICAL PLAN 
1. See attached drawing ADD. 1-002 (Electrical Plan) for locations of telephone / data outlets. 
2. Relocate existing power, phone and data outlets at existing perimeter walls to 16” above finish 

floor. 
3. General contractor to stub 3/4” diameter conduit through ceiling for each phone / data outlet.  

Phone / data wiring by Owner. 
4. All electrical wiring to be installed in 3/4” diameter conduit to panel box. 
5. At Toilet Room 106 and Toilet Room 107, in lieu of toggle switches for light fixtures, provide wall 

switch occupancy sensors, LOS-S series by Lutron or prior approved equal. 
 
 
END OF ADDENDUM NO. 1 

 
 



5' - 0"

5' - 0" +/-

ramp up
max. slope 1:12

slope 1:10
slope  1:10

DETECTABLE
WARNING - MATCH
EXISTING

EDGE OF EXISTING CURB

SAW CUT EXISTING
CONCRETE FOR NEW
H.C. RAMP

1

Scale

Project number
Date
Drawn by
Checked by

925 SOUTH 2ND WEST, SUITE B
SALT LAKE CITY  |  UTAH 84101

OFFICE  801.533.0100  |  FAX  801.533.0101

 3/16" = 1'-0"

9/25/2006 4:09:46 PM

Brigham City Center
Brigham City, Utah

Add. 1-01

Plan @ H.C.Ramp

2006.007-008
Division of Facilities and

Construction Management

Office of Rehabilitation
Building E - Tenant

Improvements

09/25/06
Author

Checker

 3/16" = 1'-0"1 Ramp Detail



FD

FD

FD

TD

TD

TD TD

TDTD

TD

TD TD TD

GFI

G
FI

G
FI

G
FI

GFI

TD
TD

G
FI

3

3

TD
TD

TD

T

+40" +40"

+40"

+40"

Existing
duplex

outlet to
remain

1

1

1

1

No. Description Date

Project Name:
Date:

Checked by:
Drawn By:
Checked By:

Scale:
Project Number:

SHEET NUMBER

925 SOUTH 2ND WEST, SUITE B
SALT LAKE CITY  |  UTAH 84101

OFFICE  801.533.0100  |  FAX  801.533.0101

 1/8" = 1'-0"

Brigham City Center
Brigham City, Utah

pc

Office of Rehabilitation   Building E -
Tenant Improvements

2006.007-008

pc
9/26/06

Office of Rehabilitation
Building E - Tenant

Improvements
Division of Facilities and Construction Management

Electrical Plan

Add. 1-02

 1/8" = 1'-0"1 Copy of Electrical Plan


